Abstract: This paper attempts to provide the extensive discussions based on the experimental work performed on a microchannel heat exchanger setup. The discussion begins with the description of the experimental setup and the requisite procedure which is followed by the results obtained during the course of work. The paper signifies the various conditions which somehow affect the flow and heat transfer characteristics in microchannels. The application of fluid flow in microchannels is used for thermal management in the various fields which include biotechnology, aerospace, mechatronics, and microelectronic devices. It is expected that the work provided in this paper will help the reader to analyse the practical design problems, where these results can be applied. Moreover, the information provided would be useful and of interest to the readers in this new domain.
Introduction
Nominally, microchannels can be defined as channels whose dimensions are less than 1 millimeter and greater than 1 micron. Above 1 millimeter the flow exhibits behaviour that is the same as most macroscopic flows. Currently, microchannels have characteristic dimensions anywhere from the submicron scale to hundreds of microns. Microchannels can be fabricated in many materials -glass, polymers, silicon, metals -using various processes including surface micromachining, bulk micromachining, moulding, embossing, and conventional machining with microcutters.
Microchannels offer advantages due to their high surface-tovolume ratio and their small volumes. The large surface-tovolume ratio leads to high rate of heat and mass transfer, making microdevices excellent tools for compact heat exchangers. Though fluid flow and heat transfer in channels with very small hydraulic mean diameters have been of interest for quite some time, it has only been recently that the study of microscale thermal phenomena in engineering applications has gained relevance and importance. Focussed studies have been reported over a broad range of microscale thermal transport phenomena, and the depth and breadth of knowledge has increased dramatically. More recently, due to the significant potential of applications in micromachining, microelectronics, and microelectromechanical systems ( MEMS ), the field has expanded into the domain of nanoscale heat transfer.
There has been immense progress in the level of sophistication of the experimental techniques and theoretical analyses of microchannels over the past two decades. While earlier studies were conducted using conventional measurement techniques, probes and instrumentation, with the advent of MEMS-based technology, have facilitated the development of system-integrated measurement techniques. These have helped in revolutionizing the level of understanding, as well as serving to correct many of the inaccurate hypotheses associated with microscale heat transfer, most of which were the result of the limitations in measurement techniques as well as computational capabilities. Through improvements in these areas, there is now much more information available on the size limitations.
Design of Microchannel Setup
The base metal of microchannels is copper. The test section contains total of 79 circular microchannels each of 45 mm long and having the hydraulic diameter of 279 μm. The microchannels are arranged in circumferential manner on different Pitch Circle Diameters (PCD) in such a way that each microchannel contains more or less equal volume of water when the water passes through the test section. The outermost PCD contains 24 microchannels each 15ᵒ apart; the fourth, third and second PCD contains 18 microchannels each 20ᵒ apart and 1 microchannel at the centre of the baffle. Each PCD is 10 mm apart. The average surface roughness is about 5 μm. The whole system is connected to the oil bath in such a way that all the microchannels are dipped in the oil. Water is used as a working fluid. Water is pumped from the water holding tank by a high precision pump of 0.5 HP having a specification of 240 V and 1500 rpm. In order to avoid blockage of the microchannels, submicron filter device of 0.1 μm is installed between the outlet of pump and the inlet section of the test section. The volume flow rate of water flowing through the microchannels is measured by a collecting beaker. During measurement the regulator was used to set the desired pressure difference across the test section.
The microchannel heat exchanger is instrumented with thermocouples and pressure taps to monitor the fluid flow and heat transfer through the microchannels. 3 copper constantan button type PT-100 thermocouples are mounted on the inlet and outlet positions of the test section as well as on the top portion of the oil bath to measure the temperature of water flowing through the microchannels and oil in the oil bath respectively. 1 rod type PT-100 thermocouple placed on the top portion of the oil bath which is connected to the BTC through heater. The thermocouples are calibrated by the standard comparison method. the accuracy of the temperature measurement is estimated to be + 0.3ᵒC. All the thermocouples are connected to DTI-301 9-point temperature indicator. This temperature indicator is calibrated and have an accuracy of + 0.5%. The heater which was used to heat the oil in the oil bath is of 250 W. The heater is connected through BTC (Blind Temperature Controller). BTC cuts the current supply of heater when the temperature of the oil in oil bath reaches the desired temperature.
To measure the pressure differential between the inlet and outlet position of the test section, a hand operated digital RS232 manometer is used. This battery-operated hand-held device has a pressure range of 0-100 Psi with an accuracy of + 0.3% of its full scale at 25ᵒC and gives the differential pressure of water in 5 different units. The collecting beaker is used to measure the water flow rate drained out from the test section. In this investigation 300 ml of water is collected in each cycle and time of collection is recorded in order to find out the volumetric flow rate. The volumetric beaker used has a resolution of 2.5 ml and the stopwatch used has a resolution of 0.01 s. 
Basic Correlations
The Reynolds number Re is defined as: From the definition of the average convection heat transfer coefficient, it follows that
where h L , or simply h, is the average value of h for the entire channel, A s is the heat exchange area between the working fluid and wall surface inside the channel. Rearranging,
∆T o /∆T i =T s -T m,o /T s -T m,i =exp[(-A s / mc p )h], T s =constant (5)
For a general form of Eq. (5), one can obtain
T s -T m (x)/T s -T m,i =exp[(-P w x/mc p )h], T s =constant (6)
Since, by definition, Nusselt number equals to h·D h /λ, the average value of Nu for the entire channel can be expressed as
Nu=(-D h / λ m )ln(∆T o / ∆T i )mc p /A s , T s = constant (7)
where λ m and c p are the mean thermal conductivity and heat capacity at constant pressure of DI water at an arithmetic mean temperature, respectively; A s is the heat exchange areas between the walls and fluid. For the heat exchange at the constant heat flux, the deduction of correlations can be found in [1] . Moreover, Lee et al. [2] examined the validity of conventional correlations and numerical analysis approaches in predicting the heat transfer behaviour in microchannels for correctly matched inlet and boundary conditions.
Assumptions
 In order to investigate the fluid flow and heat transfer characteristics of heat exchanger, the water through the microchannels is allowed to flow under constant temperature condition. As it is very difficult to get accurate readings of wall temperatures along the microchannels in heat exchanger. Thus, a constant temperature hot oil bath is used to impose a constant surface boundary condition on the walls of the microchannels.  For each measurement, the flow is considered to have reached a steady state when the readings of the temperatures and the pressure drop do not change anymore. at such a state, the temperatures, the pressure drop and the flow rate are monitored and recorded for about 15 mins.
Experimental Methodology
The first step is to fill the water holding tank with water. Once the water is filled, the water holding tank is properly covered. After this, fill the oil bath with oil and close it properly. Then turn on the heater and wait until the temperature of the oil in the oil bath reaches the desired temperature. Once the desired temperature is attained, open the valve of water holding tank and start the motor. This allows the water to flow through the test section. a proper flow rate is obtained with the help of valve by monitoring the digital manometer and set the valve at a position where a predetermined pressure is measured on the manometer. Once the desired pressure is obtained, wait for 15-20 minutes so that the flow attains a steady state. After this note down the reading of temperature of water at the inlet and outlet positions of the test section as well as the temperature of the oil from the temperature indicator. Also note down the reading of differential pressure of water through the test section from a digital manometer. Once the temperature and pressure measurement is done, start collecting the predetermined amount of water from the exit section in the collecting beaker and note down the time of collection. The procedure is repeated several times for different differential pressure readings. Figure 6 shows a graph in non-dimensional form which relates friction factor and Reynolds number. It depicts that in the range of 500<Re<1000, the flow exhibits developing laminar flow. Moreover, it indicates that in the range of 1000<Re<2000, flow is in the transition region. This early transition in the microchannels tested here is due to the inlet conditions and hydrodynamic entrance length. This graph depicts minor deviation from the conventional theory which is largely due to the surface roughness and it has been assumed that the given setup has an average surface roughness of 5 μm. However, it has been stated that the surface roughness plays a predominant role on pressure drop of laminar liquid flow in microchannels [4] . Various researchers have emphasized that the surface roughness is a major cause of deviations between experimental results and theoretical correlations. [22] It must be noted that the pressure drop measured between the inlet and outlet of microchannels cannot be assumed to be a fully developed pressure drop because of the losses incurred. Therefore, the entrance and exit conditions are also responsible for discrepancies in the results. [13] Another factor that could cause experimental errors is the channel geometry. It is difficult to etch or machine the exact channel dimension, thus the width of a microchannel may vary over the length and this could determine erroneous data. [15] For the sake of accuracy, it has been computed that the percentage error in results due to the surface roughness is about 35% which is judged to be in fair agreement. A very important factor to be notified in this analysis is that the flow field is thermally developing. However, the influence of the entrance region should be markedly more significant in the laminar regime than in the turbulent regime since the thermal entrance length in the turbulent regime is much smaller than in the laminar regime. Certain deviations have been reported in this graph as compared to the macroscale theory. It should be noted that the roughness-viscosity effect plays a significant role to cause such deviations [5] . However, it can be clearly analyzed that the deviations for high Reynolds number are significantly higher than those for lower range. Moreover, the most common source of error that is not taken into consideration is axial conduction. Mostly, the experimental setups have three-dimensional heat conduction but it is generally assumed that the one-dimensional conduction is experienced in the test section which leads to erroneous results [23] . Another issue, which has not been highlighted much, is the effect of viscous heating. With the relatively large pressure drops for small flow rates, a large amount of kinetic energy is converted into heat and this variation in temperature affects the liquid properties along the channel length which causes considerable variations in the results.
Results And Discussion
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